




Sample photos of the lapses found in FRP/GRP water tanks

Gap found when tank 
cover is closed.
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Sample photos of the lapses found in FRP/GRP water tanks

Hinge of tank cover when opened.
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Cover not tight fitting 
and properly sealed
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